
Exhibit A1



Exhibit A2



Exhibit A3



PROPOSED RECONSTRUCTION
GREEN MOUNTAIN CLUB

HERRICK BUILDING

WATERBURY CENTER, VERMONT
BID & PERMIT SET

 The proposed project is for the removal of the existing Herrick Office building at the GMCHQ, with additions that
replace that space, and renovations including the relocation of the hiker center and main entry to the reconstructed
space, renovating for new office spaces at the existing hiker center, and the addition of a new Club Room.
The replacement will be similar to the existing wing as a two level space with a finished basement area below a wood
frame upper level. The floors shall be adjusted to be even with the existing levels. The main entry for the building will be
relocated to the south side and have a new ramp and stairs for access. The parking lot near the entry shall be graded up
2-3' in order to lessen that transition. In this reconstruction a new Club Room is planned, with space for display of
historic memorabilia, a table for small meetings, and comfortable seating. This will also have a restroom and an office
for the hiker center manager, which will also serve as a greeting station. The lower level will be finished office and small
meeting space, and also include a bathroom with a shower.  The area of the existing Herrick to be replaced is
approximately 2400sf while the area of the additions proposed is approximately the same including the basement.
Construction is to basically include concrete foundations, wood and timber framing, wood siding, metal roofing-MEP
systems are to be based on the existing systems with the assumption the additions will actually lessen the heating and
electrical loads. Ventilation and sprinkler systems shall be expanded or supplemented per MEP plans.  Air conditioning is
to be provided per MEP plans, as well as a new heat pump hot water heater.
Site work will include a reconfiguration and raising of the parking lot near the entry, and regrading of some areas of the
west yard. We are hoping to avoid a relocation of wastewater lines and the existing pump station. We are keeping the
electric service feed in place as is.
The roof is designed to accommodate addition PV panels over time, with a conduit provided to the utility room.
In general, all construction is to be green and energy efficient, carrying on the general standards set forth in the South
Barn reconstruction project. This includes local materials where possible, with a low carbon footprint, lots of attention
to air sealing, and a very good thermal envelope.
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1
C-1

SITE
LOCATION

PURPOSE OF PLAN:

PROPOSED RECONSTRUCTION OF HERRICK 
BUILDINGS  WITH ASSOCIATED SITE IMPROVEMENTS.

ZONING NOTES:

DISTRICT:  RTE 100

MINIMUM LOT SIZE: 5 ACRES

MINIMUM LOT WIDTH: 400 FT

SETBACKS:
FRONT = 100 FT
REAR = 50 FT
SIDE = 50 FT

OWNER OF RECORD:

GREEN MOUNTAIN CLUB, INC.
4715 WATERBURY-STOWE ROAD
WATERBURY CENTER, VERMONT 05677

EXISTING PROPERTY LINE

NOW OR FORMERLY OWNED BYN/F
EXISTING CATCH BASIN

EXISTING CONTOUR500

EXISTING SWALE CENTERLINE

EXISTING TREE LINE

EXISTING SIGN

EXISTING TREES

LEGEND

EXISTING LIGHT POLE

EXISTING FENCE

ABUTTER PROPERTY LINE

Graphic Scale

20 0 20 8040
feet

PROPOSED RETAINING WALL

EXISTING UTILITY POLE

PLAN REFERENCES:

1) PROPOSED BUILDING, PROPOSED RAMP, AND TOPOGRAPHY INFORMATION FROM PLAN ENTITLED
"PROPOSED RECONSTRUCTION GREEN MOUNTAIN CLUB HERRICK BUILDING", DATED 01-10-2022, BY THE
CUSHMAN DESIGN GROUP.

2) SITE AND EXISTING BUILDING INFORMATION FROM PLAN ENTITLED "OVERALL SITE PLAN", DATED
02-23-2001, OF PLAN SET "LAND SUBDIVISION ROUTE 100, WATERBURY, VT" PERFORMED BY MCCAIN
CONSULTING, LLC.

3) WASTEWATER DETAILS  TAKEN FROM PERMIT WW-5-1166-2, PLAN ENTITLED "SITE PLAN 1"=20'", DATED
OCTOBER OF 2006, LAST REVISED MAY 7TH 2007, BY LITTLE RIVER SURVEY COMPANY LLC.

4) STORM WATER DETAILS TAKEN FROM PLAN TITLED "SITE PLAN" BY LITTLE RIVER SURVEY COMPANY, LLC,
DATED JANUARY 2007, LAST REVISED MAY 2007.

5) TOPOGRAPHIC, PARCEL, AND ORTHOGRAPHIC INFORMATION TAKEN ELECTRONICALLY FROM THE
VERMONT CENTER FOR GEOGRAPHIC INFORMATION ON 11-19-21.

NOTES:

1) THIS DRAWING IS NOT A BOUNDARY SURVEY PLAT. BOUNDARY LINE INFORMATION SHOWN IS BASED ON
PLAN REFERENCE #2 AND #5.  THE PROPERTY LINES, EASEMENTS AND OTHER REAL PROPERTY
DESCRIPTIONS PROVIDED ON THIS DRAWING ARE FOR ILLUSTRATION PURPOSES ONLY.  THEY DO NOT
DEFINE LEGAL RIGHTS OR MEET LEGAL REQUIREMENTS FOR A LAND SURVEY AS DESCRIBED IN V.S.A.TITLE
27  SECTION 1403 AND SHALL NOT BE USED IN LIEU OF A SURVEY AS THE BASIS OF ANY LAND TRANSFER
OR ESTABLISHMENT OF ANY PROPERTY RIGHT.

2) THE CONTRACTOR SHALL BE RESPONSIBLE FOR FIELD VERIFYING AND DETERMINING THE LOCATION,
SIZE, AND ELEVATION OF ALL EXISTING UTILITIES PRIOR TO THE START OF CONSTRUCTION. THE
ENGINEER SHALL BE NOTIFIED IN WRITING OF ANY DISCREPANCIES OR UTILITIES FOUND INTERFERING
WITH THE PROPOSED CONSTRUCTION. APPROPRIATE REMEDIAL ACTION SHALL BE TAKEN BEFORE
PROCEEDING WITH THE WORK.

3) THIS PLAN WAS CONDUCTED WITHOUT THE BENEFIT OF "DIG SAFE" MARKINGS. UTILITY LOCATIONS
SHOWN ARE APPROXIMATE AND ARE NOT WARRANTED TO BE EXACT OR COMPLETE. THE CONTRACTOR
SHALL CONTACT "DIG SAFE" BEFORE COMMENCING ANY WORK AND SHALL PRESERVE ALL EXISTING
UTILITIES NOT SPECIFIED TO BE REMOVED OR ABANDONED AS PART OF THE PROJECT.
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NOTES:
1. SLAB-ON-GRADE ELEVATION 0'-0" REFERENCES CIVIL FINISH FLOOR ELEVATION 737.33'.
2. [XX’-XX”] INDICATES TOP OF FOOTING ELEVATION.
3. “F#” DENOTES SPREAD FOOTING.  SEE FOOTING SCHEDULE FOR SIZE AND REINFORCING.
4. (XX’-XX”) INDICATES TOP OF PIER ELEVATION.
5. FS = INDICATES FOOTING STEP.
6. FOR INTERIOR AND EXTERIOR SLAB ON GRADE SEE DETAIL 8/S2.0.
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Type Length Width Footing Thickness Reinforcing

F3.0 3' - 0" 3' - 0" 1' - 0" (4) #5 BOTT. EACH WAY

F4.0 4' - 0" 4' - 0" 1' - 0" (5) #5 BOTT. EACH WAY
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NOTES:
1. ELEVATIONS SHOWN REFERENCE 0'-0".
2. TOP OF SUBFLOOR ELEVATION = +8'-8".
3. FLOOR SHEATHING SHALL BE 23/32, 24 SPAN RATING, 2 SPAN MINIMUM.  PLACE LONG DIMENSION OF SHEET

PERPENDICULAR TO SUPPORTS AND STAGGER JOINTS.
4. “SW#” INDICATES SHEAR WALL.  SEE SHEAR WALL SCHEDULE FOR INFORMATION.
5. UNLESS NOTED OTHERWISE, ALL EXTERIOR WALLS SHALL BE “SW1”.
6. SEE DRAWING S4.0 FOR TIMBER FRAME.
7. EXTERIOR WALLS TO BE 2x6 AT 16" O.C.
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2x8 @ 1'-4"oc
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RIDGE

8
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4x4

6x6

6x6

9

S3.1

16" TJI's AT 16" O.C. SEE 
DRAWING S3.1 FOR 
MORE INFORMATION 
ON ROOF ASSEMBLY

0.X

A.X

5' - 0"

8'
 -

 0
"

(LOW)

(LOW)

(LOW)

(LOW)

(LOW)

PT 6x10

P
T

 6
x1

0

P
T

 6
x1

0

PT 2x8 RAFTERS @ 1' - 4"oc

10

S3.1

SIM.

6x6 6x6

6x6

6x6

6x6

NOTES:
1. ELEVATIONS SHOWN REFERENCE 0'-0".
2. ROOF SHEATHING SHALL BE 23/32, 24 SPAN RATING, 2 SPAN MINIMUM.  PLACE LONG

DIMENSION OF SHEET PERPENDICULAR TO SUPPORTS AND STAGGER JOINTS.  SEE
DETAILS FOR BUILT UP ROOF ASSEMBLY FOR MORE INFORMATION.

3. PORCH ROOF SHEATHING TO BE 2x TONGUE AND GROOVE ROOF DECKING - PROVIDE
TWO-SPAN CONTINUOUS LAYUP.

4. EXTERIOR WALLS TO BE 2x6 AT 16" O.C.
5. “SW#” INDICATES SHEAR WALL.  SEE SHEAR WALL SCHEDULE FOR INFORMATION.
6. UNLESS NOTED OTHERWISE, ALL EXTERIOR WALLS SHALL BE “SW1”.
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2'

4" WEARING COURSE OF 3/4"
GRAY CRUSHED STONE 4" TOPSOIL, SEED & MULCH

ALL SHOULDERS & SIDE SLOPES

MIRAFI 500X OR EQUIVALENT
STABILIZATION FABRIC

12" LAYER OF DENSE GRADED
CRUSHED STONE OR GRAVEL

6" THICK SAND FILTER

3

1

TYPICAL GRAVEL DRIVEWAY SECTION
NOT TO SCALE

1
C-3

TYPICAL SEWER TRENCH
NOT TO SCALE

3
C-3

6" MIN.

15" MIN.
SAND

BACKFILL

D

VARIES,
SEE PLAN FOR

INVERT
ELEVATIONS

UNIFORMLY GRADED 3/4"
MAX. CRUSHED STONE OR
SAND BEDDING MATERIAL

UNDISTURBED
NATIVE SOIL

STORM DRAIN
PIPE AS PER
PLAN/SPECS

SUITABLE BACKFILL
MATERIAL,
COMPACTED IN 9"
MAX. LIFTS TO 95%
OF MAXIMUM DRY
DENSITY

SAW-CUT AND OVER-CUT 1'-0" MIN.
BEYOND LIMIT OF EXCAVATION WHERE
TRENCHING THROUGH EXISTING
PAVEMENT

MATCH EXISTING ROAD, DRIVEWAY
OR PARKING LOT SECTION OR
REFER TO PAVEMENT SECTION
DETAIL FOR NEW CONSTRUCTION

MOUND TOPSOIL
AS REQUIRED TO
COMPENSATE
FOR SETTLING

TYPICAL STORM DRAIN TRENCH
NOT TO SCALE

4
C-3

NOTES:

1) ALL DISTURBED CROSS-COUNTRY AREAS SHALL BE
RESTORED WITH 4" TOPSOIL, SEED, FERTILIZER AND MULCH
IN ACCORDANCE WITH THE PROJECT SPECIFICATIONS.  THE
CONTRACTOR SHALL MAINTAIN EROSION CONTROL,
WATER, ETC. UNTIL A VIABLE STAND OF GRASS HAS BEEN
ESTABLISHED TO THE SATISFACTION OF THE ENGINEER.

2) THE CONTRACTOR SHALL PROVIDE SHORING OR TAPER
SIDES OF ALL TRENCHES DEEPER THAN 4 FT. DURING
CONSTRUCTION IN ACCORDANCE WITH V.O.S.H.A.
STANDARDS.

3) THE CONTRACTOR SHALL PROVIDE AND COORDINATE ALL
NECESSARY TRAFFIC CONTROLS IN ACCORDANCE WITH
STATE AND LOCAL REGULATIONS.

4) WHERE TRENCHING IN UNSTABLE SOILS THE TRENCH
BOTTOM SHALL BE OVEREXCAVATED AND STABILIZED
USING MIRAFI 500X (OR APPROVED EQUIVALENT)
GEOTEXTILE FABRIC AND 6" MIN. CRUSHED STONE.  WET
TRENCHES SHALL BE DEWATERED PRIOR TO INSTALLING
BEDDING MATERIAL.

CROSS COUNTRY PAVED/GRAVEL

8" MIN.

HEIGHT VARIES,
6 FT MAX

FINISH GRADE
SLOPE AWAY
FROM WALL

FINISH GRADE

TYPICAL BOULDER WALL DETAIL
NOT TO SCALE

9
C-3

12" - 24" TYP.

24" - 36" TYP.

LARGE BOULDER, TYP.

CLEAN BACKFILL
OR EXISTING SOILS

6" - 12" OF 3/4"
CRUSHED STONE

6" - 12"
TYP.

FLO
W

PLAN

ELEVATION

TYPICAL WYE-TYPE CONNECTION
NOT TO SCALE

7
C-3

FLOW

4" - 22 1/2° OR
45° ELBOW

4" SDR 35 PVC SEWER SERVICE
CONTINUE TO BUILDING
MIN. SLOPE = 1/4" PER FT.

4" SDR 35 PVC
SEWER SERVICE

4" - 22 1/2° OR 45° ELBOW
ROTATED AS REQUIRED

45° WYE IN NEW
SEWER MAIN

NEW 4" DIA.
SDR-35 PVC
SEWER MAIN

45° WYE

SURFACE TREATMENT
PER OWNER

CLEAN, WASHED 3/4" TO
1 1/2" CRUSHED STONE,
FULLY WRAPPED IN
MIRAFI 140N FILTER
FABRIC OR EQUIVALENT

NEW 4" PERFORATED
PVC FOOTING DRAIN
TO DAYLIGHT

EXISTING
FOUNDATION

REPAIR CRACKS, CLEAN
AND APPLY GRACE ICE &
WATER SHIELD MEMBRANE

UNDISTURBED NATIVE SOIL
DO NOT UNDERMINE
EXISTING FOOTING

2" RIGID
POLYSTYRENE
INSULATION

NOTE: INSTALL EXTERIOR
INSULATION IN ALL
LOCATIONS WITH LESS
THAN 4' COVER OVER THE
TOP OF FOOTING

TYPICAL FOOTING DRAIN
NOT TO SCALE

5
C-3

1/4" PER FT.

5'-0"

12" SUBASE
OF GRAVEL

6'-0" MIN.

6"

1/2"

NOTE:

EXPANSION & CONTRACTION
JOINTS TO BE CONSTRUCTED EVERY
20' WITH DUMMY JOINTS EVERY 5'.

6" (4000 PSI PORTLAND
CEMENT CONCRETE)
BRUSH FINISH

6' X 6' 10/10 WIRE MESH

CONCRETE SIDEWALK CROSS-SECTION
NOT TO SCALE

2
C-3

VARIES

TRENCH WIDTH
AS REQUIRED

10"

16"

CROSS COUNTRY PAVED/GRAVEL

NOTES:

1) ALL DISTURBED CROSS-COUNTRY AREAS SHALL BE RESTORED
WITH 4" TOPSOIL, SEED, FERTILIZER AND MULCH IN
ACCORDANCE WITH THE PROJECT SPECIFICATIONS.  THE
CONTRACTOR SHALL MAINTAIN EROSION CONTROL, WATER,
ETC. UNTIL A VIABLE STAND OF GRASS HAS BEEN ESTABLISHED
TO THE SATISFACTION OF THE ENGINEER.

2) THE CONTRACTOR SHALL PROVIDE SHORING OR TAPER SIDES OF
ALL TRENCHES DEEPER THAN 4 FT. DURING CONSTRUCTION IN
ACCORDANCE WITH V.O.S.H.A. STANDARDS.

3) THE CONTRACTOR SHALL PROVIDE AND COORDINATE ALL
NECESSARY TRAFFIC CONTROLS IN ACCORDANCE WITH STATE
AND LOCAL REGULATIONS.

4) WHERE TRENCHING IN UNSTABLE SOILS THE TRENCH BOTTOM
SHALL BE OVEREXCAVATED AND STABILIZED USING MIRAFI 500X
(OR APPROVED EQUIVALENT) GEOTEXTILE FABRIC AND 6" MIN.
CRUSHED STONE.  WET TRENCHES SHALL BE DEWATERED PRIOR
TO INSTALLING BEDDING MATERIAL.

SELECT BACKFILL WITH NO STONES LARGER THAN 3"

SEWER PIPE - SEE PLAN, PROFILE AND SPECS. FOR TYPE AND SIZE

3/4" CRUSHED STONE BEDDING MATERIAL

MATCH EXISTING ROAD, DRIVEWAY
OR PARKING LOT SECTION OR REFER
TO PAVEMENT SECTION DETAIL FOR
NEW CONSTRUCTION

UNCLASSIFIED
BACKFILL

MOUND TOPSOIL
AS REQUIRED TO
COMPENSATE FOR
SETTLING

4"

6"

16"
MIN.

20"
MIN.

10' MAX. SPACING

16"
MIN.

A

A

WOOD POST
(TYPICAL)

WOVEN WIRE BACKING

GROUND SURFACE

ELEVATION VIEW

WOVEN WIRE FENCE
MIN. 14 GAUGE WITH
MAX. 6" MESH SPACING

SEDIMENTATION CONTROL
FABRIC

36" MINIMUM
FENCE POST WOVEN WIRE

FENCE
FABRIC UPSLOPE
OF WIREWOOD

POSTS

UNDISTURBED
GROUND

EMBED FABRIC A MIN.
OF 6" IN GROUND &
COMPACT SOIL

CONSERVATION
MIX

FLOW

NATIVE
SOIL

SECTION A-A

SILT FENCE DETAIL
NOT TO SCALE

10
C-3

12"x18" HANDICAP SIGN

TYPICAL RESERVED
HANDICAP PARKING SIGN

NOT TO SCALE
8

C-3

RESERVED
PARKING

5'

±12"

3" (MIN.) CLEAN
CRUSHED STONE

2
1 TYP.

NOTE:

INLET PROTECTION SHALL REMAIN IN PLACE UNTIL
PAVEMENT IS INSTALLED OR VEGITATION IS
ESTABLISHED TO THE SATISFACTION OF THE ENGINEER.

SECTION ELEVATION

SET GRATE IN MIRAFI 140N GEOTEXTILE
FABRIC (OR APPROVED EQUIVALENT) UNTIL
PERMANENT EROSION CONTROLS ARE
ESTABLISHED. MAINTAIN FREE FROM SILT &
DEBRIS AND REPLACE AS REQUIRED

3" (MIN.) CLEAN
CRUSHED STONE

CATCH BASIN
GRATE

CATCH BASIN INLET PROTECTION, STONE TYPE
NOT TO SCALE

11
C-3

MIRAFI 500X OR EQUIVALENT
STABILIZATION FABRIC

TYP. EXISTING TREE PROTECTION DETAIL
NOT TO SCALE

6
C-3

TEMPORARY CONSTRUCTION
FENCING.  CHAIN LINK, PLASTIC
OR OTHER APPROVED BY
ENGINEER.  INSTALL AT RADIUS OF
1.25' PER INCH OF TREE DIAMETER
OR AT CANOPY DRIP LINE,
WHICHEVER IS GREATER.

EXISTING
TREE

IF APPLICABLE,
COORDINATE

LIMITS OF RIP RAP
W/ENGINEER &
CITY ARBORIST
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6" PERFORATED PVC DRAIN.
PLACE IN 18" OF CRUSHED STONE.
WRAP IN MIRAFI 140N FILTER FABRIC OR 
EQUIVALENT.  REFER TO SITE ENGINEERING 
DRAWINGS FOR OUTLET LOCATION AND 
DETAILS. PROVIDE CLEAN OUTS AT ALL 
CORNERS AND 50' MAXIMUM SPACING.
COORDINATE WITH SPECIFICATIONS.

1' - 6"

4"
1'

 -
 2

"

1'
 -

 6
"

UPPER FOOTING

LOWER FOOTING

DO NOT EXCAVATE NATIVE SOIL BELOW THIS WORKLINE; 
OVER-EXCAVATION SHALL BE CORRECTED BY 
BACKFILLING WITH LEAN CONCRETE. BACKFILLING WITH 
COMPACTED ENGINEERED FILL REQUIRES PRIOR 
APPROVAL OF STRUCTURAL ENGINEER.

2

1

S
C

H
E

D
U

LE

S
E

E
 F

O
O

T
IN

G

S
C

H
E

D
U

LE

S
E

E
 F

O
O

T
IN

G

1' - 0"

1' - 0"

TOP OF FOOTING

ELEV. SEE PLAN

TOP OF FOOTING

ELEV. SEE PLAN

CONTINUOUS WALL REINFORCING 
BOTTOM STEEL

FOOTING REINFORCING 
WHERE PRESENT

WALL

1

1

F
O

O
T

IN
G

 S
T

E
P

S
E

E
 P

LA
N

F
O

O
T

IN
G

 S
T

E
P

S
E

E
 P

LA
N

TYP

1' - 0"

MINIMUM

2' - 0"

TYP.

LAP SPLICE

P
LA

N

S
E

E

M
A

X
IM

U
M

2'
 -

 0
"

LAP SPLICE

PART PLAN-DOUBLE LAYER OF REINFORCING

PART PLAN-SINGLE LAYER OF REINFORCING

WALL REINFORCING, 
SEE SECTIONS

HAIRPIN SAME SIZE AND 
SPACING AS WALL 
HORIZONTAL REINFORCING

ADD (2) #5, TYP.

ADD (2) #5 @ 3" o/c
TYPICAL

HOOKED DOWEL TO MATCH 
SIZE AND SPACING OF 
HORIZONTAL REINFORCING

LAP SPLICE

CLASS B

CLR

2"

WALL REINFORCING, 
SEE SECTIONS

LAP SPLICE

CLASS B

WALL REINFORCING

CONTROL JOINT CONSTRUCTION JOINT

3/4" "V" REVEAL WITH 
SEALANT, BOTH SIDES

1"x1" BENTONITE WATERSTOP

NOTES:
1. MAXIMUM SPACING BETWEEN CONSTRUCTION JOINTS, OR FROM JOINT TO

CORNER SHALL BE 120 FEET.

2. MAXIMUM SPACING BETWEEN CONTROL JOINTS SHALL BE 20 FEET.

3. NO JOINT SHALL BE WITHIN 10 FEET OF CORNER.

4. SUBMIT LOCATIONS ON WALL ELEVATIONS OF CONCRETE REINFORCING SHOP
DRAWINGS.

LAP SPLICE

LA
P

 S
P

LI
C

E

LA
P

 S
P

LI
C

E

8" MINIMUM

STANDARD HOOK

8" MINIMUM

STANDARD HOOK

12"ø MAX.

(2) #4 x 4'-0" LONG,
EACH SIDE OF
OPENING, EACH  FACE

REFER TO MECHANICAL AND 
ELECTRICAL DRAWINGS FOR 

OPENING LOCATIONS

#4 x 18" LONG, EACH FACE
12"x12" MAX.

CLR
2"

S
LE

E
V

E

WALL

CLR

2"

(2) #4 x 4'-0" LONG,

EXTERIOR SLAB-ON-GRADE

INTERIOR SLAB-ON-GRADE

#5 @ 12" o/c EACH WAY

3'-6" MIN. CRUSHED STONE

U
.N

.O
.

6"C
LR

1 
1/

2"

6x6 - W2.9xW2.9 WELDED WIRE FABRIC

6" CRUSHED STONE

15 mil. REINFORCED POLY VAPOR RETARDER

U
.N

.O
.

4"

NATIVE SUBGRADE OR COMPACTED FILL

3" RIGID INSULATION, SEE ARCH.

CONSTRUCTION JOINT

REINFORCING TO BE CONTINUOUS 
THROUGH JOINT

COAT JOINT WITH BONDING AGENT PRIOR 
TO PLACING ADJACENT SLAB

CONSTRUCTION JOINT

SEE PLAN FOR LAYOUT

CUT EVERY OTHER WIRE AT JOINT 
(EVERY OTHER BAR WHERE REBAR IS 
SPECIFIED)

SAW CUT CONTROL JOINT 3/16" WIDE x 1/4" OF SLAB THICKNESS 
DEEP AS SOON AS CONCRETE HAS HARDENED ENOUGH TO WALK 
ON SURFACE WITHOUT DAMAGING CONCRETE AND NO MORE THAN 
FOUR HOURS AFTER FINAL TROWEL.  USE EARLY ENTRY SAW AT 
SLABS ON GRADE AND TOOL JOINTS AT TOPPINGS.  FILL WITH 
APPROVED JOINT SEALANT COMPATIBLE WITH THE FLOORING

CONTROL JOINT

NO SLAB

SLAB-ON-GRADE

ADD (2) #4 x 2'-0" (ON CHAIRS); 
DO NOT CROSS CONTROL 
JOINTS WITH BARS

SLAB DEPRESSION OR 
SLAB OPENING

TYP

3"

BASE PLATE ON 1/4" LEVELING PLATE AND 
3/4" NON-SHRINK GROUT, SEE PLAN AND 
BASE PLATE DETAILS

FOOTING REINFORCING
- SEE FOOTING SCHEDULE

CONTINUE VAPOR RETARDER OVER FOOTING

ANCHOR RODS, SEE BASE PLATE DETAILS

INFILL WITH GROUT OR CONCRETE AFTER 
SLAB PLACEMENT, SEE DETAIL 

CONCRETE SLAB, SEE DETAIL 

COAT COLUMN BELOW TOP OF 
SLAB WITH BITUMINOUS COATING

STEEL COLUMN, SEE PLAN

TOP BARS, WHERE SPECIFIED

C
LR

.

3"

C
LR

.

2"

CLR.

2"

EQ EQ

SEE FOOTING SCHEDULE

GRID

TOP OF FOOTING

ELEV. SEE PLAN

S
C

H
D

L

S
E

E

/8 S2.0

/12 S2.0

8" CRUSHED 
STONE

FILL AROUND COLUMN WITH NON-SHRINK 
GROUT OR CONCRETE AFTER SLAB HAS CURED

DIAMOND PATTERN CONTROL JOINT
(TYPICAL AT ALL COLUMN/JOINT INTERSECTIONS)

SAW CUT CONTROL JOINT

1/2" JOINT, SEAL WITH JOINT SEALER

STEEL COLUMN, SEE PLAN

C/J

C
/J

C/J

C
/J

TYP.2' 
- 0

"

CONTINUE VAPOR RETARDER 
AND INSULATION UNDER 
FOOTING

SEE FOOTING SCHEDULE 
FOR REINFORCING

CONCRETE SLAB, 
SEE 

WOOD POST, SEE PLAN

/8 S2.0

SIMPSON POST BASE, SEE PLAN. 
FASTEN TO SLAB PER 
MANUFACTURER'S 
RECOMMENDATIONS

S
C

H
E

D
U

L E

S
E

E
 F

O
O

T
IN

G

SEE FOOTING SCHEDULE

SEE FOOTING SCHEDULE

TOP OF SLAB

ELEV. SEE PLAN

GRID

EQ EQ8" CRUSHED 
STONE

TOP OF SLAB

ELEV. SEE PLAN

INTERIOR SLAB-ON-GRADE, 
SEE /8 S2.0

#3 DOWELS @ 16"oc, EMBED 4-1/2" 
INTO CENTER OF EXISTING SLAB 
WITH HILTI HY200 ADHESIVE

EXISTING CONCRETE 
SLAB
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1/2" = 1'-0"
1

TYPICAL FOOTING DRAIN

1/2" = 1'-0"
2

TYPICAL EXCAVATION AT ADJACENT FOOTING
1/2" = 1'-0"

3
TYPICAL FOOTING STEP

1/2" = 1'-0"
4

TYPICAL CONCRETE WALL END

1/2" = 1'-0"
6

TYPICAL CONCRETE WALL JOINTS

1/2" = 1'-0"
5

TYPICAL WALL CORNER REINFORCING

1/2" = 1'-0"
7

TYPICAL CONCRETE WALL OPENINGS
1/2" = 1'-0"

8
TYPICAL SLAB-ON-GRADE SECTIONS

1/2" = 1'-0"
9

TYPICAL SLAB-ON-GRADE JOINTS
1/2" = 1'-0"

10

TYPICAL RE-ENTRANT CORNERS AT
SLAB-ON-GRADE

1/2" = 1'-0"
11

TYPICAL INTERIOR SPREAD FOOTING
1/2" = 1'-0"

12

TYPICAL COLUMN ISOLATION JOINT AT
SLAB-ON-GRADE

1/2" = 1'-0"
13

TYPICAL THICKENED SLAB-ON-GRADE
AT WOOD POST

1" = 1'-0"
14

TYPICAL NEW & EXISTING SLAB INTERFACE
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BASEMENT LEVEL
0' - 0"

MAIN LEVEL FRAMING
8' - 7 1/4"

11.1

INTERIOR SLAB-ON-GRADE, 
SEE /8 S2.0

#4 VERTICAL @ 12"oc

#4 HORIZONTAL @ 16"oc

TJI FLOOR JOIST, SEE PLAN

FLOOR SHEATHING, 
SEE PLAN

#5 VERTICAL @ 12"oc

#4 HORIZONTAL @ 16"oc

#5 DOWELS @ 12"oc

FOOTING DRAIN, 
SEE /1 S2.0

2x EXTERIOR WALL, 
SEE PLAN

TOP OF WALL

ELEV. SEE PLAN

#5 @ 12"oc

(4) #5 CONTINUOUS

SEE             FOR TOP OF 
WALL INFO

/7 S3.0

GRID GRID

SEE             FOR FOOTING 
INFO AT "SIM."

/2 S2.1

FULL DEPTH BLOCKING 
@ 48"oc, (2) BAYS MIN.

CONTINUOUS LSL RIM JOIST (DOUBLE 
AT SHEAR WALLS FROM ABOVE WITH 
STAGGERED NAIL PATTERNS) 
(DOUBLE LSL AT PORCH)

8" CRUSHED 
STONE

BASEMENT LEVEL
0' - 0"

MAIN LEVEL FRAMING
8' - 7 1/4"

54.9

SEE             FOR TOP 
OF WALL INFO (SIM.)

/7 S3.0

GRID GRID

INTERIOR SLAB-ON-GRADE, 
SEE /8 S2.0

TJI FLOOR JOIST, SEE PLAN

FLOOR SHEATHING, 
SEE PLAN

(9" AT SIM.)
7"

10"

(7" AT SIM.)
7"

2' - 0"

TOP OF FOOTING

ELEV. SEE PLAN

1'
 -

 0
"

FOOTING DRAIN, 
SEE /1 S2.0

TOP OF WALL

ELEV. SEE PLAN

#4 VERTICAL @ 12"oc, 
EACH FACE

#4 HORIZONTAL @ 12"oc, 
EACH FACE

#4 DOWELS @ 12"oc, 
EACH FACE

(2) #5, CONTINUOUS

2x EXTERIOR WALL, 
SEE PLAN

FULL DEPTH BLOCKING 
@ 48"oc, (2) BAYS MIN.

LOWER WALL END NAIL, 
STAGGER TO DOUBLE TOP 
PLATE (10d @ 6" o/c, MIN.)

INFILL FLUSH WITH PLYWOOD 
AS REQUIRED

CONTINUOUS LSL RIM JOIST (DOUBLE 
AT SHEAR WALLS FROM ABOVE WITH 
STAGGERED NAIL PATTERNS) 
(DOUBLE LSL AT PORCH)

UPPER WALL END NAIL TO 
PLATE, (10d @ 6"oc, MIN.)

DOUBLE 2x TOP 
PLATE, U.N.O.

8" CRUSHED 
STONE

BASEMENT LEVEL
0' - 0"

FE.9

FOOTING DRAIN, 
SEE /1 S2.0

#4 HORIZONTAL @ 12"oc

#4 VERTICAL @ 12"oc, 
ALTERNATE HOOK

(2) #5, CONTINUOUS
8" 8" 8"

2' - 0"

TOP OF WALL

ELEV. SEE PLAN

TOP OF WALL

ELEV. SEE PLAN

1'
 -

 0
"

SEE             (SIM.) FOR 
WALL AND FOOTING INFO

/2 S2.1

#4 DOWELS @ 12"oc

INTERIOR SLAB-ON-GRADE, 
SEE /8 S2.0

#4 DOWELS @ 12"oc

INTERIOR SLAB-ON-GRADE, 
SEE /8 S2.0

1/8" / 12"

SLOPE:

8" CRUSHED 
STONE

8" CRUSHED 
STONE

#4 HORIZONTAL @ 12"oc

#4 VERTICAL @ 12"oc, 
ALTERNATE HOOK

(2) #5, CONTINUOUS

8"8"8"

2' - 0"

TOP OF FOOTING

ELEV. SEE PLAN

1'
 -

 0
"

TOP OF WALL

ELEV. SEE PLAN

PT 2x6 SILL, FASTEN TO 
TOP OF WALL WITH 1/2"ø 
ANCHOR  BOLTS @ 24"oc

PT 2x STRINGER, SEE PLAN. 
NOTCH AND TOE-NAIL TO SILL. 
SEE ARCH FOR PROFILE

8" CRUSHED 
STONE

6

(4) #5 VERTICAL WITH STD
HOOKS INTO FOOTING

5'
 -

 2
" 

M
IN

.

TOP OF PIER

ELEV. SEE PLAN

SONOTUBE AND BIGFOOT 
FOOTING, SEE PLAN

GRID

#3 TIES @ 12"oc

SIMPSON POST BASE, SEE PLAN.  
FASTEN TO PIER PER MANUFACTURER'S 
RECOMMENDATIONS

TIMBER POST, 
SEE PLAN

 3' - 6"

1' - 0"

A
B

O
V

E
 G

R
A

D
E

6"

8" CRUSHED 
STONE

GRID

10"

5" 5"

TYP.
1 1/2"

GRID 10
"

5"
5"

(4) 3/4"ø ANCHOR RODS,
8" EMBEDMENT

3/4" THICK BASE PLATE ON 
1/4" LEVELING PLATE AND 
3/4" NON-SHRINK GROUT

HSS COLUMN, SEE PLAN

1/4

CL

6"

4" 2"

GRID 10
"

5"
5"

(4) 3/4"ø THREADED ROD
W/ HILTI HY-200 EPOXY,
MIN. 6-3/4" EMBEDMENT

3/4" THICK BASE PLATE ON 
1/4" LEVELING PLATE AND 
3/4" NON-SHRINK GROUT

HSS COLUMN, SEE PLAN

1/4

GRID
COLUMN

T
Y

P
.

1 
1/

2"

5 1/2"

GRID

CL
COLUMN

4 1/2" 5 1/2"

10"

1'
 -

 0
"

6"
6"

TYP.
4" CLR.

(4) #4 VERTICAL WITH STD
HOOKS INTO FOOTING

#3 TIES @ 12"oc, 
(3) TIES @ 3"oc AT TOP

PIER REINFORCING AT 
BASE PLATE BP2

HEAVY HEX NUT

NOTES:
1. ANCHOR THREADS AT THE EMBEDDED END SHALL BE STRICKEN AT TWO PLACES

BELOW THE HEAVY HEX NUT.

2. UNLESS NOTED OTHERWISE, ALL NUTS SHALL BE TIGHTENED TO A "SNUG TIGHT"
CONDITION AS DEFINED BY AISC AFTER THE CONCRETE IS AT LEAST 14 DAYS OLD.

3. THE HOLE IN THE PLACE WASHER SHALL BE 1/16" LARGER THAN THE ROD DIAMETER.

SEE AISC FOR PLATE WASHER

TOP OF COLUMN BASE PLATE

TOP OF CONCRETE

ASTM F1554 GRADE 36 ANCHOR ROD, 
SEE BASE PLATE DETAILS FOR SIZE

1 
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1 
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1/2" = 1'-0"
1

FOUNDATION WALL
1/2" = 1'-0"

2
FOUNDATION WALL

1/2" = 1'-0"
3

SECTION AT EXTERIOR SLAB
1/2" = 1'-0"

4
FOUNDATION WALL AT STAIR

1/2" = 1'-0"
5

SONOTUBE PIER AT PORCH
1" = 1'-0"

6
BASE PLATE BP1

1" = 1'-0"
7

BASE PLATE BP2

3" = 1'-0"
8

TYPICAL ANCHOR ROD DETAIL
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